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NOTES AND SPECIFICATIONS

GENERAL ENGINEERING NOTES

1.

4.

ALL MATERIAL AND WORKMANSHIP MUST COMPLY
WITH THE REQUIREMENTS OF THE LATEST
RELEVANT SABS REQUIREMENTS.

ALL DIMENSIONS ARE IN MILLIMETRES.

(UNLESS OTHERWISE SPECIFIED)

DO NOT SCALE FROM THESE DRAWINGS.

ALL DIMENSIONS MUST BE CHECK AND APPROVED

ON SITE.

THE CONSTRUCTION TO BE DONE IN ACCORDANCE
WITH THE STANDARD SPECIFICATION FOR
MUNICIPAL CIVIL ENGINEERING WORKS, THIRD
EDITION 2005 AND THE STANDARD CTWW DETAIL
DRAWINGS.
THESE DRAWINGS MUST BE READ IN CONJUCTION
WITH THE STANDARD DRAWINGS (IF APPLICABLE).
THESE DRAWINGS MUST BE READ IN CONJUCTION
WITH THE STANDARD SPECIFICATIONS FOR
MUNICIPAL CIVIL ENGINEERING WORKS, SERIES 4.
THE SIGNATURE OR INITIALS ON THIS DRAWING, OF
ANY MANAGER OF WATER AND SANITATION AND
INFRASTRUCTURE DEVELOPMENT DEPARTMENT, IN

NO WAY REMOVES ANY RESPONSIBILITY
WHATSOEVER FROM THE CONSULTANT.

THE CONSULTANT REMAINS RESPONSIBLE TO
ENSURE THAT ALL THE GUIDELINES, STANDARD
DRAWINGS, STANDARDS AND SPECIFICATIONS OF
WATER AND SANITATION AND INFRASTRUCTURE
DEVELOPMENT DEPARTMENT HAVE BEEN MET AND

COMPLIED WITH.

10. FINAL POSITION OF SERVICES TO BE DETERMINED

ON SITE.
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